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Important Safety

Before installation or maintenance, ensure that the mains supply to the luminaire is switched off and

1.
circuit supply fuses are removed or the circuit breaker is turned off.
2. ltisrecommended that only a qualified electrical contractor carries out the installation of this luminaire
and that the luminaire is installed in compliance with the current edition of the IEE wiring Regulations.
3. The person carrying out the installation is to check and verify that the total load on the circuit, including
that of this luminaire does not exceed the rating of the circuit cable, fuse or circuit breaker.
4. Where applicable, careful consideration should be taken during installation to ensure that all fixings
and/or suspensions are of a suitable size for the luminaire being installed.
Installation:
1: Isolate mains 2: Remove front cover 3: Install base
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4: Cable size and strip length 6: Complete lablels
Hlue Part No.:
N Input woltage: 220-240% AC 50Hz
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installation date: __ f_ f
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Enter instalation date on battery label
Enter the appropriate code on the luminaire label
7: Re-attach front cover 8: Restore mains supply
Warning
e  Failure to comply with these instructions may result in irreparable damage to the emergency control gear.
e  This product must not be modified in any way as this will negate any Safety approvals, and may render the

product inoperable or unsafe. The product must be installed in accordance with the instructions.
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